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Gillette Trunkline (Genesee Segment) Drainage & paving NOTICE OF
WBS No. M-410290-0003-4 ADDENDUM

Document 00911

NOTICE OF
ADDENDUM NO. 4

Date of Addendum: C%\]%l ((

PROJECT NAME: Gillette Trunkline (Genesee Segment) Drainage and Paving
Improvements

PROJECT NO: WBS No. M-410290-0003-4

BID DATE: March 12, 2015 (BID DATE HAS CHANGED)

FROM: Ravi Kaleyatodi, P.E., CPM, Senior Assistant Director
City of Houston, Public Works and Engineering Department
611 Walker St., 15th Floor
Houston, Texas 77002
Attn: Ellen Maas, P.E., Project Manager

TO; Prospective Bidders

The referenced Addendum forms a part of the Bidding Documents and will be incorporated
into the Contract documents, as applicable.

Written questions regarding this Addendum may be submitted to the Project Manager
following the procedures specified in Document 00200 — Instructions to Bidders.
Immediately notify the City Engineer through the named Project Manager upon finding
discrepancies or omissions in the Bid Documents.

This Addendum includes:
ADDENDUM SYNOPSIS
Change in Bid Date
Changes to Construction Drawings
Clarifications to the Bid Documents.

2, b@e@r :lis

L@

Ravi Kaleyatodi, P

Senior Assistant Di ctor
Engineering Branch

Engineering and Construction Division
END OF DOCUMENT
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Genesee Street Drainage & Paving
WBS No. M-410290-0003-4 ADDENDUM NO. 4

Document 00910
ADDENDUM NO. 4

Date of Addendum: 3)’\ ?3 } ) (

PROJECT NAME: Gillette Trunkline (Genesee Segment) Drainage and Paving
Improvements

PROJECT NO: __WBS No. M-410290-0003-4

BID DATE: March 12, 2015 (BID DATE HAS CHANGED)

FROM: James T. Lincoln, P.E., City Engineer
City of Houston, Department of Public Works and Engineering
611 Walker St., 15" Floor
Houston, Texas 77002
Attn: Ellen Maas, P.E., Project Manager

i@ Prospective Bidders

This Addendum forms a part of the Bidding Documents and will be incorporated into the
Contract documents, as applicable. Insofar as the original Project Manual and Drawings
are inconsistent, this Addendum governs.

This Addendum uses the change page method: remove and replace or add pages, or
Drawing sheets, as directed in the change instructions below. Change bars (|) are
provided in the outside margins of pages from the Project Manual to indicate where
changes have been made; no change bars are provided in added sections. Reissued
Drawing Sheets show the Addendum number below the title block and changes in the
drawing are noted by a revision mark and enclosed in a revision cloud.

CHANGE IN BID DATE

The Bid Date for this Project has been changed from March 5, 2015 to March 12, 2015.
Time of day and place for submittal of bid remains the same.

CHANGES TO CONSTRUCTION DRAWINGS

1: Drawing No. 44 — Water and Sanitary Sewer Plan and Profile Sheet, Genesee
Street Sta 8+00 to 12+50. Replace entire document. Reason — Removed
Conflict Manhole Callout.

2. Drawing No. 65 — COH Standard Water Line Details (2 of 2). Replace entire
document. Reason — Removed Casing Detail.
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Genesee Street Drainage & Paving
WBS No. M-410290-0003-4 ADDENDUM NO. 4

CLARIFICATIONS

QUESTIONS FROM PLAN HOLDERS

A1

Q1.

Is casing/liner required for trenchless construction of water bid items 147, 148,
154, 155, 156, 157, 160, & 1617 If required, detail 2/37 on sheet 65 shows a
casing schedule for water line segments not located in this plan set. Can a
casing/liner schedule be provided?

Casing/liner will not be required. Detail from sheet 65 has been removed.

Q2.

A2.

Sheet 44 calls for the installation of MH-G11A (conflict manhole) at station 9+40.

MH-G11A is not shown on plan or profile. If a conflict manhole will need to be
installed, can the owner provide a detail of the manhole? Also, please clarify
what the manhole is in conflict with.

Conflict manhole will not be needed and callout has been removed from drawing.

Q3.

A3.

Will the owner and engineer allow the contractor to leave a temporary driving
surface in place between the utility relocation phase and box culvert installation
phase?

Yes. Please see Traffic Control Plans for locations where temporary pavement is
anticipated.

Q4.

A4.

Clarify where bid item #94 — Flexible Base for Temp. Roadway, Detour,
Shoulder (5,200 SY) is to be used. It is not shown on plans or described in
summary of work. Also, provide detail or description of what material is to be
used and thickness required.

Please see Traffic Control Plans (specifically sheets 72 and 76) for expected
temporary pavement locations. Temporary pavement shall be 8-inch thick
flexible base course (see specification for material requirements).

PRV ¥
G &V
7.7

END OF ADDENDUM NO. 4

Ravi Kaleyatodi, P.E., CP:y

o kol oo 3 3{! 5

Senior Assistant Director
Department of Public Works and Engineering

END OF DOCUMENT
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MINIMUM BLOCKING DIMENSION IN INCHES e I
PIPE SIZE|90° BEND | 45° BEND | TEE/PLUG CROSS SECTION
WIR LTI WA LT W] ]T
4" g li2haliof 6 18 ]11]8 | 6 [10]12112 |
8" 8 h4apej12] 8 14[14]12 ] B8 41919
8 liohekolis] 10hskoli6 |10}18L6[26 CORRECTION. FACTORS
10" 12[24K2)18] 12122125118 | 122430150 SOIL BEARINGI MULTIPLY
12° 14]3610130] 1412630122 | 14 [2640j40 SOIL TYPE | STRENGTH |"L™ AND "H" ;
Se (o /1) BY i
SOFT CLAY 1000 1.73 }
ST 1500 14 ;
SANDY SILT 3000 1.00 {
SAND 4000 0.87 P oawss e [
SANDY CLAY| 6000 _0.71 ly CONCRETE
HARD CLAY 9000 0.58 i;
. o
NOTES: i

1. DEPTH "W' MAY BE GREATER THAN. SPECIFIED
TO ALLOW WORKING SPACE.

2 BLOCKING MUST BE PLACED AGAINST UNDISTURBED
EARTH. WHERE THIS IS NOT POSSIBLE, THE FILL BETWEEN
THE BEARING SURFACE AND UNDISTURBED SOIL
MUST BE COMPACTED TO AT LEAST 90% STANDARD
PROCTOR DENSITY.

3. PROVIDE CONCRETE IN ACCORDANCE WITH STANDARD
SPECIFICATION SECTION' 03315 ~ CONCRETE FOR UTILITY
CONSTRUCTION.

4. BLOCKING DIMENSIONS SHOWN ARE BASED ON 3000 PSI
SOiL. BEARING STRENGTH AND 125 PSI INTERNAL WATER
PRESSURE. FOR OTHER SCIL CONDITIONS, MULTIPLY

NOTES:

1. LOCATE FIRE HYDRANTS AT PCs OF THE INTERSECTION CURE RADIUS, 3 FEET

BEHING CURE OR PROJECTED FUTURE CURS. :

RIGHTS - OF —WAY LINES.

MAX 6"

2. ON OPEN-DITCH ROADWAYS, SET THE FIRE HYDRANTS WITH IN 5 FEET OF

3. FIRE HYDRANT STEAMER NOZZLE SHALL FACE THE STREET.

I 4. LOCATE HYDRANT VALVE IMMEDIATELY ADJACENT TO WATER LINE.

1

...

~— 6" VALVE

CITY OF HOUSTON
IJEPAR!.‘M'ENT OF PUBLIC WORKS AND ENGINCERING

THRUST BLOCK DETAIL

S bt

~BLAN

CONCRETE —--»/
BLOCKING

CITY OF HOUSTON

DEFARTMENT CF PUBLIC WORKS AND ENGINEERING

STANDARD
FIRE HYDRANT DETAIL

E é! Y ENG!NF_E\-Q o=

(NOT TO SCALE)

EFF DATF: JULY~01-2010] owe no: 0252001

BRASS PLUG\

DIMENSIONS “L" AND “H" BY THE APPROPRIATE CORRECTION: FOR WATER LINES
—— (4~INCH TO 12 INCH)
(NOT TO SCALE)
APP ;
Y ENGINEER oIRECTOR R PUBLIC
. ¥ ENGINFERING
feFe DATE: JULY-01-201C] Owe N 0251102
30"
g
8
5 METER BOX W/ COVER
3 SEE COH STANDARD DETAL NATURAL GROUND
) ‘ém/

—t

CHECK

- . -
BRASS COMPRESSION TYPE —/'- Al e
PAVEMENT i
(BY OTHER) '

FITIING W/STANDARD PIPE THREADS | . 7* | ", T.

127 MIN

PEACRMIELA/

e 2"

TAPPED PLUG OR APPROVED
SERVICE TAP W/ CORPORATION
STOP

GENERAL NOTES:

1. PLACE GATE VALVE VERTICAL TO GROUND
WTH END OF BRASS PLUG 3 INCHES FROM SURFACE

2. PLACE METER BOX CENTER AROUND GATE VALVE BOX
WITH LONG SIDE PARALLEL TO VALVE.

8°(TYP)

COPPER TUBING

REMOVABLE HAND WHEEL

£ | | 2" GATE VALVE W/
]
- | —— 2" SPRING LOADED

VALVE

CITY OF HOUSTON

DEPARTMENT OF PUBLIC WORKS AND ENGINEERING

PERMANENT
BLOW—OFF—-DETAIL

CINE]

EFF DATE:ULY-01—2010

owe vo: 02524-01

NOTES:

1 1/2° METER SET IS SAME AS 27 EXCEPT WHEEL VALVE

IS NOT REQUIRED.

INSERT BENDS TO PREVENT
. STRESS RESULTING FROM
MOVEMENT OF THE SOIL

TYPICAL SECTION SERVICE LINE

5/87, 3/4" AND 1" METER SET

2" METER SET

CITY OF HOUSTON
DEPARTMENT OF PUBLIC WORKS AND ENGINEERING

TYPICAL METER
SETTINGS

EFF DATE: JULY-01-2010{0W6 NO:  02526—01

GENERAL NOTES:

1. INSULATE REDUCED PRESSURE BACKFLOW PREVENTER TO AWOID

FREEZING.

2. REDUCED PRESSURE BACKFLOW PREVENTER'S DISCHARGE OPENING
IS TO BE A MINMUM OF 12 INCHES ABOVE GROUND ELEVATION
OR 100 YEAR FLOOD ELEVATION WHICHEVER IS GREATER.

90" BEND $0° BEND
'
l TOP OF GROUND
. ELEVATION
eeaw — — |4+ —————— R — — — — — —L -+
l _ i TGN T —
¥ 1
' 1
| | |
l D1 OR STEEL PWPE — |
(] ]
1 i
¥ 1
90" BEND { | 90" BEND
| CONCRETE BLOCKING I
1 AND R P B P SUPPORT ' WATER SUPPLY
| \ MAIN
i . B |
— | g 5 — ey | \
ON SITE - s '_‘ ._"[: a -:{b:l' : e ] - S
WATER MAIN SA LT d
4 ‘4 Ty A -9 : =S
- # Ly =
s A -\‘f"a""ﬁ . ROVAC G
Q9 e W e Lo '“)'/ IS,
STEEL OPTION: \ __/ &'
PR a— PIPE SUPPORT TO WATER METER .

1 — @" BELL FLANGE ADAPTER

1 — @ SUP—ON FLANGE
1 — §"X45" STEEL BEND

CITY OF HOUSTON
DEPARTMENT OF PUBLIC WORKS AND ENGINEERING

REDUCED PRESSURE
BACKFLOW — PREVENTER
(RPBP)

(NOT TO SCALE)

i OF PUBLK
ENGINEERING

!ZFF DATE: WULY-01-2010

owe No: 02523-01

AS SPECIFIED

CARRIER PIPE

FURNISH AND INSTALL CASING
CAP AS MANUFACTURED BY
T.D. WILLIAMSON "U" SEAL,
P.S.. INC. MODEL C OR
EQUAL

/A

MINIMUM TUNNEL LINER / CASING SIZES AND THICKNESS

NOMINAL m‘f& WAL CASING
LOCATION WATER MAIN PIPE ELEJ sQ T LD.
DIA. MATERIAL 2-FLANGE 4-FLANGE .
LINER PLATE LINER PLATE NN
STA 141050 TO STA 1+92.58 Steel N/A N/A 54° / 0.37,
(CHURCH LN.) 42 DIP__ N/A N/A N/
N OPEN-CUT PCCP N/A N/A /A
STA 4425.80 TO STA 4+85.80 Steel 54" / 0.1046"_ |54" / 0.1046" ;{/ 0.375"
‘Qmm MAIN EASEMENT) 2 P N/A N/A_ N/A
OPEN-CUT PCCP N/A N/A N/A
STA 7+3248 TO STA 7+72.48 Steel 54" / 0.1048" 54" / 01046 |54 / 0.375"
(40" WATER MAIN EASEMENT) 42" DIP_ N/A A/A N/A
) PCCP N/A ~ N/A N/A
Steel 54" / 0.1048" 154" / 0.10468" [54" / 0.375"
STA +03.40 TO A 23+01.34 —
40 WATER Mn 2 DP_ N/A N/A N/A
TUNNEL PCCP N N/A N/A
|
i
CROSSING
NATURAL
OROU GROUT HOLE FOR PRESSURE GROUTING (TYP)
NATURAL
: CARRIER PIPE
INSULATOR
END OF HWY. .
o or * [na
3 SEMENT
LINE OF TUNNEL
A EXCAVATION

(2

CASING DETAIL

\37/ (FOR WATER uﬁus LESS THAN

36—INCHES IN

AMETER)

NOTE

1. ALL TUNNELS IN PPCM AREA ARE TO BE GROUTED

SECTION A-A

CITY OF HOUSTON PM

KD
App.

03/03/15 [ Remove Casing Detalil

1
Lio,

TO ARRANGE FOR LINES TO BE TURNED OFF OR
MOVED, CALL CENTERPOINT AT 713-207-2222

VERIFICATION OF PRIVATE UTILITY LINES

CENTERPOINT ENERGY/NATURAL GAS FACILITIES VERIFICATION ONLY. DATE
(THIS SIGNATURE VERIFIES THAT YOU HAVE SHOWN CNP NATURAL
GAS LINES CORRECTLY — NOT TO BE USED FOR CONFLICT
VERIFICATION.) (GAS SERVICE LINES ARE NOT SHOWN.)
SIGNATURE VALID FOR SIX MONTHS
1
!
J.

APPROVED FOR AT&T TEXAS/SWBT UNDERGROUND CONDUIT
FACILITIES ONLY.
SIGNATURE VALID FOR ONE YEAR.

DATE

CENTERPOINT ENERGY/UNDERGROUND ELECTRIC FACILITIES
VERIFICATION ONLY.
(THIS SIGNATURE VERIFIES EXISTING UNDERGROUND FACILITIES
— NOT TO BE USED FOR CONFLICT VERIFICATION.)
SIGNATURE VALID FOR SIX MONTHS.

il!

[

CABLE COMPANY

DATE

DATE

NOTICE: FOR YOUR SAFETY, YOU ARE REQUIRED
BY TEXAS LAW TO CALL 811 AT LEAST 48
HOURS BEFORE YOU DIG SO THAT
UNDERGROUND LINES CAN BE MARKED.
VERIFICATION DOES NOT FULFILL YOUR
OBLIGATION TO CALL 811.

THIS

FIRM NO. 11278

11011 RICHMOND
AVENUE, SUITE 375
HOUSTON, TX 77042

PH: 713.965.9996
FAX: 713.965.0044
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